Abstract: DAR (diffusion absorption refrigeration) cycle is driven by heat and has no moving parts. It is based on refrigerant and absorbent as the working fluid together with hydrogen as an auxiliary inert gas. To circulate the working fluid without a mechanical pump, the diffusion absorption cycle relies on a bubble pump. Experimental system was designed and operated. Its aim was to investigate the performance of a bubble pump operating with three lifting tubes. The experimental results of the system were compared to existing models. The comparison showed that there was a bad agreement between the experimental and the theoretical results.
Introduction
 A DAR (diffusion absorption refrigeration) cycle is driven by heat and has no moving parts. It is based on refrigerant and absorbent as the working fluid together with hydrogen as an auxiliary inert gas. To circulate the working fluid without a mechanical pump, the diffusion absorption cycle relies on a bubble pump. The bubble pump is a heated tube (length L and diameter D) communicating between a reservoir and a separating unit which uses heat for circulating the binary working fluid (refrigerant which has a lower boiling temperature than the organic solvent). Heat is applied at the bottom of the bubble pump at a rate sufficient to evaporate some of the refrigerant from the binary solution. The resulting vapor bubbles of the refrigerant rise in the tube carrying the liquid, poor solution, (which contains the solvent and the refrigerant that was not evaporated) to the higher reservoir. The desorbed gas is separated from the absorbent and flows to the condenser where it exchanges latent heat with the cold environment.
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These systems are reliable, quiet and portable. Waste heat or solar radiation can be used in order to operate the system. The disadvantage of these systems is the low cooling capacities. One of the causes for the low cooling capacities values of such systems is the relatively small amounts of the separated refrigerant from the rich solution (mixture of solvent with high concentration of refrigerant). The bubble pump performance is determined by the amount of the separated refrigerant leaving the bubble pump and circulating ratio (i.e. the ration between the mass flow rate of the separated refrigerant and the mass flow rate of the rich solution).
This work is aimed to compare between experimental results of Ref. [1] and existing theoretical models that determine the amount of the separated refrigerant.
Ref. [2] developed a thermodynamic model that predicted a correlation between the submergence ratio and the flow rates of the two phase mixture for a single component two phase solution. The theoretical model used mass and momentum equations for two-phase flow with a binary solution, assuming slug flow regime and drift flux model. 
K was the friction factor and defined by:
where TP f is the two-phase friction factors. For Delano's system it was found that K = 17. Sathe A.
[3] applied Deleno's model for calculating the bubble pump. He concluded that a correlation of a lose factor K is necessary for the model to account for the discrepancies observed between the actual experimental observations and the assumption made in the theoretical analysis. The correction of the lose factor is a function of vapor volumetric flow rate and the pump tube diameter as: White S. J. [4] performed both experimental and theoretical analysis on an air lift bubble pump at atmospheric conditions. The results showed that there were optimum operational conditions for a specific diameter and submergence ratio. From the experiments it was found that bubble pump operation is not sensitive to the length of the lift tube, however it was highly dependent on the submergence ratio (H/L).
Pongsid S. and Satha A. 
Based on previous experimental results [2, 4] , it was found that slug flow pattern is the most suitable for optimal operation of the bubble pump, yet, it is limited by the diameter size of the tube where evaporation occurs. The aim of the experimental work was to test whether a change in the configuration of the generator influences the performance of the bubble pump, i.e. the amount of the desorbed refrigerant. The geometrical configuration of the traditional single bubble pump pipe, which was commonly used in many previous works [2, 4, 6] , was replaced by a modular set of parallel bubble pump pipes [1] . Lift tube configurations were experimentally investigated by Refs. [1, 7, 8] . Their results indicated that an addition of lift tubes increased the pump's ability to 
Experimental System
A standard single bubble pump configuration was replaced by a set of parallel bubble pumps operating with an environmentally friendly solution of R134a-DMAC (consideration in choosing the working fluids was based on work done by Ref. [9] ). The design of the systems allowed changes to the heat input, the motive head and enabled insertion of additional R134a to change the concentration of the solution.
The experimental system is lacking an evaporator, a condenser, and the inert gas, since the focus only on the performance of the bubble pump, the system is not considered a complete diffusion absorption cooling system. The system comprises a reservoir, a heating unit (generator), a separation unit (separator), and an absorption unit, all of which are schematically illustrated in Fig. 1 . In the experimental system designed by the rich solution in the reservoir flows downwards to the heating unit. Due to unique structure of the generator, the heated rich solution splits into three vertical lifting tubes. The three lifting tubes are connected to the exit of the generator where the heat for refrigerant evaporation is supplied by a manually operated variac powered by an electrical DC current. Vertical flow is driven by the evaporated refrigerant bubbles, which carry the liquid solution up the lifting pipes to the separation unit. The experimental system is not modular, since there is one rich solution pipe connected to the generator's entrance. The separator's 
Experimental Results
Delano's model [2] and the experimental results are compared and from Fig. 3 it shows that there is not a good agreement between the values of the void fraction.
Comparison between the experimental results and the model in Ref. [5] shows that there is not a good agreement with model's results. The system's 4th order polynomial (that describes the connection between the poor solution volumetric flow rate and the refrigerant volumetric flow rate) has completely different values of coefficients. 
Conclusions
The differences between the Delano model [2] and the current experimental results as well as the difference between Pongsid and Satha model [5] are due to the models' assumptions. The models do not take in considerations that, during the process of lifting there is a back absorption of the refrigerant into the solution. Also the models assume slug flow regime along the pipe. Slug collisions and acceleration are not considered as well. Note that the liquid phase in this work is a binary solution. Along the bubble pump, as the two-phase solution exits the generator, it is not in equilibrium until the solution reaches the separator.
